"AIN" = 4/20 MA ANALOG INPUT
"DIN” = DIGITAL INPUT CIRCUITS

INPUT/OUTPUT LIST FOR A PRV SITE

POINT NAME TYPE BASEBOARD POINT X—REF DESCRIPTICN

XXX120PT AIN 1 Al-B—1 PRV UPSTRM PRESSURE
XXX130PT AIN 2 Al—-B-2 PRV DNSTRM PRESSURE
XXX145Z7 AIN 3 Al-B—3 PRV PILOT VALVE POSITION
XXX150FT AIN 4 Al-B—-4 PRV FLOW

XXX100JF DIN 1 DI-B-1 POWER FAILURE

XXX105TL DIN 2 DI-B-2 PRV INSTRUMENT CABINET TEMP LOW
XXX110LH DIN 3 DI-B-3 PRV VAULT WATER LEVEL HIGH
XXX115MM DIN 4 Di~B-4 PRV SUMP PUMP

XXX140YS DIN 5 Di—-B-5 PRV VALVE HC SWITCH
XXXDCPWR DIN 6 DI-B-6 PRV DC POWER

"XXX” SHALL BE DEFINED BY DOW PRIOR TO CONSTRUCTION.
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